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Section 6:  Indicating Scale

This Indicating Scale provides a numerical readout
of the liquid level in the tank, in addition to the visual
level displayed by the flag assembly.  The indicating
scale is mounted alongside the flag assembly with
special clamps.  The scale is normally graduated in
inches and feet, but may be graduated in other
dimensional or volumetric units.  Scales that have an
overall length of more than 24 inches will be provided
in two or more sectional lengths.
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Installation
Scales ordered with the SureSite Magnetic Level Indicator are factory-installed.  If ordered
separately, please follow the instructions below.

Mounting
The scale is simply installed on your SureSite Magnetic Level Indicator using the bracketed
clamps supplied.
     1.  Attach the scale onto the SureSite Magnetic Level Indicator, wrapping the clamps
          around the flag assembly and the weldment.

     2.  Tighten the clamps securely, with a torque not to exceed 5 lb.-inches.


